
CENTERLINE OF DOOR HARDWARE, LIGHT
SWITCHES,THERMOSTATS, DIMMERS, EXHAUST
FANS, ELECTRIC SCREENS, ETC.

ELECT. OUTLET WHERE OCCURS

INSTALL COAT HOOK AT ALL PRIVATE OFFICES
& CONFERENCE ROOMS. FINISH TO MATCH
DOOR HARDWARE.  (FINISH TO MATCH SPECIAL
OR EXISTING DOOR HARDWARE)
IRONMONGER HOOK:  D-LINE, KITCHEN & BATH
ACCESSORIES ITEM NUMBER:  1.412, PEG TYPE
HOOK WITH 14MM. DIA. AND 34MM PROJECTION.
(MATCH EXISTING WHERE OCCURS)

EDGE OF DOOR FRAME,
OR END OF WALL

NOTE:  IN CASE OF GLASS SIDELITE @ DOOR,
MOUNT SWITCHES & THERMOSTAT ON ADJ.
WALL. MOUNT GANGED COVER PLATE
BEHIND DOOR SWING & THERMOSTAT 6"
BEYOND EDGE OF DOOR IN OPEN POSITION
W/ STROBE ALIGNED ABOVE (IF REQ'D)

FEC WHERE OCCURS

ADDITIONAL 6" OFFSETS TO
OCCUR ONLY IF MULTIPLE
DEVICES ARE REQ'D,
OTHERWISE
ALIGN DEVICES VERTICALLY
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W/ EDGE

THERMOSTAT

MULTIPLE LIGHT SWITCHES, DIMMERS, EXHAUST FANS,
ELECTRIC SCREENS, & MECHOSHADES GANGED
UNDER ONE COVER PLATE AS REQ'D

DOTTED LINE INDICATES SWITCHBANK
LOCATIONS ON OPP. SIDE IF SWITCHBANKS
ARE REQ'D @ BOTH SIDES OF PARTITION
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LOCATION OF LIGHT SWITCHES & DEVICES (TYPICAL)
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OCCUPANCY SENSOR
(BY LUTRON OR OTHERS)

CONTACT CLOSURE FOR
OCCUPANCY SENSOR
(BY LUTRON OR OTHERS)

INTERFACES/POWER
BOOSTER (BY LUTRON)
REQUIRED FOR ALL
DIMMING 277V LOADS

ZONE 3 ZONE 2 ZONE 1

LIGHT SOURCES
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PROJECTION
SCREEN &
MOTOR
(BY PROJECT
SCREEN MFR)

MOTOR CONTROLLER (BY
PROJECTION SCREEN

MFR)

* 'SWITCH NOTE' ALL SWITCHING TO BE ORGANIZED UNDER 1 COMMON COVERPLATE.
LEVITON DECORA SCREWLESS - TYP.

SWITCH
ON

SWITCH
OFF

SLIDE

SWITCH
ON

SWITCH
OFF

SCREEN
UP

SCREEN
DOWN

PROJECTION
SCREEN

LIGHTING
(DIMMERS)

LIGHTING
(SWITCH)

MANUAL SWITCH

(UP/DOWN)

MANUAL SWITCH

(ON/OFF)

ROCKER SWITCH

(ADJUST LEVELS)

MANUAL
SWITCH
(ON/OFF)

GANGED TOGETHER

(WHERE POSSIBLE)

SEPARATE BOX

(IF REQUIRED)

 1/2" = 1'-0"
1

LOCATIONS OF WALL MOUNTED DEVICES AND SWITCHES

 1/2" = 1'-0"
2

SWITCHING DIAGRAM - "ALL MANUAL"

 1/2" = 1'-0"
3

SWITCH ORGANIZATION (SINGLE COVERPLATE INTENT)

T 559 322 2444/ www.hmcarchitects.com

1827 E. Fir Avenue / Studio 103 / Fresno, CA 93720
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